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|Z] FLORESCENT LIGHT

x EXIT LIGHT / EMERGENCY LIGHT
SMOKE & CO2 DETECTOR
kJ COMMUNICATIONS OUTLET

] BREAKER PANEL
©) SENSOR-LIGHT OR GAS
FIRE EXTINGUISHER
=5 ELECTRICAL OUTLET

g\F ELECTRICAL SWITCH
)—O EXTERIOR LIGHT

HT) THERMOSTAT

ERV INTAKE \
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JUNCTION BOXES FOR
COMM & ELECTRICAL
ABOVE CEILING. FOR USE IF
REQUIRED BY CUSTOMER.
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VENTILATOR (ERV) \f -
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ENVIRONMENTAL ANCHORS
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/ HVAC ELECTRICAL DISCONNECT
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HVAC ELECTRICAL DISCONNECT
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